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INVERSOR GREENHEISS GH-ITH 3M ADVANCED GREENHEISS

SOLAR SYSTEMS

1. Posicion de montaje y distancias ‘ 5. Conexioén a tierra
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3. Conexion Campo Fotovoltaico
7. Conexiones de comunicaciones

4-6 mm?2 BN | 8-10mm ‘
e R Exr TR Aoz
T 1 NC 1 NC 12345678
2 NC 12345678 2 NC
4-6 mm? _'I | 8-10mm ¥ @E 3 NC l/ 3 NC W
e - _HHEHIEEB 4 NC 4 CANH @mﬂﬁ@@
) 5 NC m’ﬂﬁ@@ 5 CANL
6 NC 3 NC
7 | RsussA 7 NC
8 | RSB 8 NC
RS485_PC1/RS485_PC2 PART1/ PART2
ié i 1 NC 1 | CANHPAR
4. Conexion con las baterias : Ne 1 CANHPAR | \os0cc
3 NC \l/ 3 NC \l/
4 NC 4 | SYN-BUSH
5 NC @n_ﬁ,@@ 5 NC mmﬂﬁ@@
6 NC 6 | HOST-BUSH
7 | RS#E5A 7 NC
8 | Rs5® 8 | TREBUS+
DRM LAN
1 DRM]j 1 TX+ 12345678
2 DRM2/ 12345678 2 TX-
3 | DRM3/ \l/ 3 RX+ \//
4 DRM4/ 4 NC
5 RefGen m’ﬂﬁ@@ 5 NC mmﬂﬁ@ﬂ
6 | Com/DRMO [3 RX-
7 V+ 7 NC
8 | VCANV/ 8 NC

NOTA: vista correspondiente a los puertos del inversor




